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CONTINENTAL NH3 ASSEMBLY INSTRUCTIONS

* NOTE: The vent hole in the ball valve must be installed on the pressure

side of the system.

** NOTE: If a Hydraulic shut off is used, the vapor charge adaptor must be

installed on the down stream side.
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Elbow
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